
CURB STOP

STANDARD METER PIT

INSTALLATION FOR 5/8"X3/4"

OR 3/4" METER

SERVICE CURB BOX

OWNED AND MAINTAINED

BY PROPERTY OWNER

OWNER MAINTAINED

AWC

MAINTAINED

CAST IRON FRAME AND 15"

LOCKING LID WITH HOLE AND

PLUG FOR TOUCH PAD READER

FOAM INSULATION PAD

WITH CUTOUT

3/4" LOCKING ANGLE METER

VALVE WITH 1"X3/4" BUSHING

18"X54" METER PIT FOR 5/8"X3/4"

OR 3/4" METERS

METER TO BE INSTALLED BY AWC

1" COPPER OR BRASS PIPING

1" FEMALE X COMPRESSION

ADAPTER

15"

FINISHED GRADE

BALL VALVE TO BE

INSTALLED IN BUILDING

FOR EMERGENCY USE

4"

54"

9"

42.5"

2.5"


